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DETAIL NO.

NOTE:
The maximum gradient of a fire department access road shall not
exceed 8% (8 feet in 100 feet).
APPROVED BY: DETAIL NO.
CSIT-I,—AYNS)AI\:RDGODOEDTYAEZEALR Goodyear Standards and FIRE DEPT. ACCESS ROADWAY G-3240
Policies Committee 7/97 TYPICAL CROSS SECTION
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